05 50 00 Miscellaneous Metal Fabrication
Revision 01/04/2019

Purpose:
The Architect and/or Engineer shall incorporate the Rice specific requirements indicated in this standard’s section into their design. The Architect and/or Engineer shall further produce project specifications in line with industry standards that are updated to reflect these Rice specific requirements.

1. General requirements
   a. All miscellaneous metal fabrications in MEP spaces shall have a galvanized finish.
   b. All ladder and stair treads in MEP spaces to have non-stick surface applied. Architect to determine non-slip surface requirements elsewhere.
   c. Ladder rungs to be flat. Round rungs not allowed.