12 20 00 Window Treatments
Revision 01/04/2019

**Purpose:**
The Architect and/or Engineer shall incorporate the Rice specific requirements indicated in this standard’s section into their design. The Architect and/or Engineer shall further produce project specifications in line with industry standards that are updated to reflect these Rice specific requirements.

1. **General Requirements.**
   a. Architect shall meet with Rice Project Manager to determine intended window treatments prior to 100% Design Development documents, in accordance with current energy model.
      i. Window tinting
         1. Southerly exposure
      ii. Conference rooms
         1. Windows room darkening by automatic or manual shades. Consider integration to lighting controls and/or BAS.
      iii. Lecture Halls
         1. Large windows to be hand operated or motor operated. Consider integration to lighting controls and/or BAS.